
CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD
SAN FRANCISCO BAY REGION

ORDER NO. 94-037
NPDES PERMIT NO. CA0037575

WASTE DISCHARGE REQUIREMENTS FOR:

NAPA SANITATION DISTRICT
NAPA COUNTY

The California Regional Water Quality Control Board, San Francisco Bay Region, hereinafter
called the Board, finds that:

1. The Napa Sanitation District (hereinafter called discharger), submitted a Report of
Waste Discharge dated September 15, 1992 for reissuance of waste discharge
requirements and a permit to discharge secondary-treated wastewater from its
treatment plant located near Ratto Landing to the Napa River, a water of the State and
the United States, under the National Pollutant Discharge Elimination System
(NPDES).

2. This discharge is presently regulated by Waste Discharge Requirements in Order No.
88-094, adopted by the Board on June 15, 1988.

3. Discharges of reclaimed effluent to land are presently regulated by Water Reclamation
Requirements in Order No. 91-093, adopted by the Board on June 17, 1991.

4. The wastewater to be discharged is a mix of domestic and industrial wastewater that is
treated and discharged in various manners, depending on the source of the wastewater
and the time of year. A treatment process schematic diagram is included as
Attachment C. The wastewater is treated and discharged as follows:

a. Wastewater from the City of Napa and adjacent unincorporated areas serving a
current population of 63,000 persons is conveyed to the Imola Treatment Plant
south of the City of Napa where it receives primary clarification. The Imola
Treatment Plant is a modified primary treatment plant, operated by the Napa
Sanitation District, and can treat up to 14 million gallons per day (mgd) during the
wet weather flow period.

b. Wastewater from the City of American Canyon and its immediate vicinity is
conveyed to the City's Wastewater Treatment Facility where it receives primary
treatment in four ponds. The four ponds are operated by the City, serve a
population of approximately 8,000 persons, and presently discharge an average dry
weather flow of approximately 0.7 mgd. The pond effluent and raw wastewater
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